O’F{D'INA'NGE NO. 1723

AN ORDINANCE ADOPT&NG THAT POF{TION OF. THE STATE BUILDING STANDAH{)S
' CODE THAT IMPOSES SUBSTANTIALLY THE SAME REQUIREMENTS AS'ARE
CONTAINED IN THE UNIFORM FIRE CODE, 2000 EDITION PUBLISHED BY THE WESTERN
FIRE CHIEFS ASSOCIATION AND THE CALIFORNIA BUILDING STANDARDS
COMMISSION WITH ERRATA, TOGETHER WITH THOSE PORTIONS OF THE “UNIFORM
FIRE CODE 2000 EDITION,” AND THE APPENDIXES 1-A, I-C, II-A, 1B, II-C, 11D, H-E, HI-A, HI-
B, -G, l-D, IV-A, IV-B, V-A, VI-A, VI-B, VI-C, VI-D, VI-G, VI-H, VH VI-J, VI-K, THE UNIFORM
FIRE CODE STANDARDS, “1997 EDITION” AS AMENDED BY THE “UNIFORM FIRE CODE
STANDARDS 2000 EDiTiON " PUBLlSHED BY THE WEST’ERN FIRE CHiEF’-‘S

INTO THIS CHAPTER AND ARE HEREBY COLLECTIVELY DECLARED TO BE T’HE C{TY
OF LODI FIRE CODE THERETO, WHICH CODE PROVIDES REGULATIONS GOVERNING
THE CONDITIONS HAZARDOUS TO LIFE AND PROPERTY FROM FIRE OR EXPLOSION;
REPEALING AND REENACTING SECTIONS 15.20.010 THROUGH 15.20. 370 INCLUSIVE OF
THE CODE OF THE CITY OF LODI AND ALL OTHER ORDINANCES AND PARTS OF
ORD!NANCES IN CONFLICT THEREWITH

BE IT ORDAINED BY THE LODI CITY COUNCIL

Section 1.  Section 15.20.010 through 15.20.370 inclusive of the Code of the Gity of Lodi is
hereby repealed and is superseded and replaced by new sections 15. 20.010 through 15.20.370
inclusive as hereinafter set forth.

Sectlén 2 There is hereby adopted new Sections 15.20.010 through 15.20.370 of the Code

CHAPTER 15.20
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452010 Adoption

The provisions set forth that portion of the State Building Standards Code that -
imposes ‘substantially the same requirements as area contained in the Uniform Fire
Code, 2000 Edition published by the Western Fire Chiefs Association and California
Building standards Commission with errata, together with those portions of the Uniform
Fire Code, 2000 Edition, including Appendix Chapters 1-A, IC 1I-A,11-B; I-C, II-D, II-E,
H-A, -G, 11D, IV-A, IV-B, V-A, VI-A, VI-B, VI-C, VI-D, VI-G, VI-H, VI, VI-J, VI-K, The
Uniform Fire Code- Standards, 1997 Edition, as amended by the  Uniform Fire' Code
Standards, 2000 Edition, published by the Western Fire Chiefs Association, not included
in the State Building Standards Code, as modified and amended by this chapter thereto,
aré adopted as the fire prevention code of the city. The fire prevention code of the city
shall apply in all mafters pertaining to- storage, handling and use of hazardous
substances, materials and devices; and to conditions hazardous to life and property in
the use or occuparicy of buildings or premises within the city.

15.20.020 Bureau of Fire Prevention

The Bureau of Fire Prevention is established in the fire department of the City of
Lodi and shall be operated under the supervision of the Fire Chief. The Bureau of Fire
Prévention shall enforce and is authorized to issue such orders or notices as may be
necessary for the enforcement of the California Fire Code, National Fire Codes and
where hecessary and appropriate, any fire of fife safety: sectioris of the Galifornia Health
and Safety Code, California Penal Code, and all other city, county or state fire or life
safety related laws or codes not specifically covered in any part of this code.

15.20.030  Jurisdiction defined.

Whienever the word “jurisdiction” is used in the California Fire Code it shall mean
the City of Lodi.

15.20.040  Section 103441
Amended ~ Contract Inspector

Section 108.1.1.1 of t_he._Qé.iifornia Fire Code, 2001 Edition adopted by Section
15.20.0351s added to read as follows:

The Fire Chief may require the owner or the person in possession or control of
the building or premise to provide, ‘without charge o the fire ‘department, & special

inspector  (“Contract inspector”), when the department has no technical “expertise
available to conduct the required inspéctions.

The Contract inspector shall 'b__ei a-qualified person who shall demonstrate his/her
competence - to the ‘satisfaction ‘of the Chief, for inspection of ‘a particular type of
construction, operations, fire extinguishing or detection systermn or process.

Duties and responsibilities of the Contract Inspector shall include but not be

limited to the following:




1. The . Contract Inspector shall observe the. work assrgneci for .-

conformance wrth the approved. - dessgn “drawing and
specnfacat;ons

2. The Contract Inspector shall furnish - inspection reports 1o the
Chief, Building Official and other- daszgnatad persons as. requured
by the Chief. All dsscrepancles shall be brought to the immedzate

aitemic}n of the contractor for correcﬂon ‘then if uncorrected, to the .
proper design authority, Chief, and to the building official.

3. The Gontract Inspector shall submit a final sigried report stating -
whether the work requiring mspeotlon was, to the best of. histher
knowledge, “in. conformance  with " the a;:proved plans and -
specsﬂcaﬁzons and the applicable ‘workmanship provision of this
code.

15.20.050 = Section 103,1.4
' Amended-Appeais

Section 103.1 4of the California Fire Code, 2001 Edition adopted by Secﬂon
15.20.010'is amended to read as follows:

Whenever the Fire Ghief disapproves an appizoatton or refuses to grant a permit
applied for, or when itis claimed that the. provessons of the fire prevention code do
not apply or that the true intent and: meaning of the fire prevention code: has been
misconstrued or wrong!y mterpreted the applicant may appeal the decision of the

Fire Chief 16 the City Council within thirty days from the date’ of ‘the decision
appealed.

15.20.060  Section 103,2.1.1 (9)
added Respons:bihty for enforcement.

Section 1_03.2_.1.‘_!-_-(9) of _th‘e:(‘,‘_ah_fprma Fire Code, 2001 Edition adopted by
Section 15.20.010 is added 1o read as follows:
The apprehension, de’cention and prosecution of those persons found to be in

violation of the arson, explosive and fire insurance fraud sections of the- California
Penal Code.

15.20.070  Section 103.2.2.3
added Flre Preventwn Bureau Arson Investigators

Section. 1 03;2-.2._3;Qf the California Fire Code, 2001 Edition adopted by Section
15.20.010 is added to read asz.fonows:

All swormn'- members asslgned to the Fire Prevention Burgau or Fire Investigation
Unit are hereby assigned as Arson lnvestlgatcrs and as such shall enforce the
provisions of the California Penal Code as it pertains to arson.




1520080  Section 103.4.4 .
R Amended leatmn
~ Section’ 103 44 caf the Caisforma Fire Code, 2001 Edition adopted by Section
15. 20 010 is amended to read as follows:

No person whether as ownar legses, sublessee, or occupant, shall use, occupy
or maintain any occupancy, premlses or vehlcle or cause-or permtt the sameé to -
be done, contrary to or in violation of any of thie provisions of this fire codé orany
lawtul order issued by the Fire Chief of his authorized represen%ailves under this -
chapter. Any person violating the provisions of this section is guilty of a

misdémeanor for each day. such violation continues.

15.20.090 Section 105.7(7)
added Revocation, suspension and denial.

Section 105.7(7) of the California Fire Code, 2001 Edition adopted by Section
15, 2(3 010'is added to read as follows:

The Fire Chtef furthier shall have the power to revoke, suspend, or deny the
grantmg ‘of any permit required pursuant to the provision of the Code for any of
thie following reasons:

(a) When deemed necessary for the protection of life, limb, or property; or
(b) For the violation of any provisions of thﬁis code; or_

(c) For changing the occupancy, equipment, ‘materials, processes, or
other condmons in such a manner as to create a greater danger of fire

issuance of such permsts

15.20.100 Sectlon 105 8.2
. added New matenais processes or occupancies.

Section 105.8.2 of the California Fire Code, 2001 Edition adopted by Section
15.20.010 is added 1o read as follows:

The Building Official, Fire Chief and Fire Marshal shall act as'a Commiittee to
determine and’ specsfy after gwmg affected persons an eppor’tumty to be heard,
any riew materials, processes of occupancies, which shall require permits, in
addition to those now enumerated in the Code. The Fire Marshal shall post such
list in & conspicucus placein his office and distribute copies thereof to interested
persons.

15.20.110 Section 901.4.4

amendad Premlses 1denttf;catlan

Section 901.4.4 -of thje- Gahf;a_rma_ Fire Code, 2001 Edition adopted by Section
15.20.010 is amended to read as follows:




Approved numbers ‘or ‘addresses - shall be piaced on all new and exsstmg;_..-_

buildings in such a posztlon as 16 be plainly visible and tegible from the s’tree‘t or
road frontzng the property. Said numbers shall:conitrast with their background.

The app_roved minimum size dimensions of the numbers shall be as specified by
table 1.

Where a building is set back from.the street or road fronting the property ‘and
where addresses may not be clearly identitiable due to distarice from the street
or roadway, landscape and architectural appendages or other obstructions,
address posting shall be fequired ‘both at the street driveway serving such
building and on the building.

" Table 1
Distanceto Bu;tdmg address. Size
m"easured from back of walk. Height
25 Feet 3inches
26-40 Feet 5 inches
41-55 Feet 9inches
Over 55 Feet 12 inches

15.20.120 Sectaen 901 44, 1

Section 901 4 4.1 of the Galeforn;a Fire Code, 2001 Edition adopted by Sectxon
'15 20, 0101s added to read as foliows '

Any business or aparfment bundmg which affords. vehicular access 1o the rear

through a drtveway, alley ‘way . or ‘parking lot,- shall also. dzsplay approvad -

identification or address numbers on the rear of thie building for such business or
apartment’ bunidmg ina Ecacatlon approve by the Fire Chief.

15.20.180  Section 901.4.4.2 |
added — Premises identification-multiple dwelling units.

Section 901.4.4.2 of the California Fire Code, 2001 Edmon adopted by Section
15.20.010'is added to read as follows:

drweways tc every muitiple dweli;ng compiex havmg more than one bundang on
the premises or when required by the Fire Chief,

In addition; the Fire Chief may require that individual buildings on. the premises
be identified in an approved manner.

1520140 Section 902.2.2.1




améﬁdewmiiﬁensmns -

Section: 9(}2 2 2 1 of the Cahfcmsa Fire Code, 2001 Edition adopted by Sechon
15.20. 010s amended to read as follows:

Fire Apparatus access roads shall have an unobstructed with of not less than 24
téef and an unobstructed vertical clearance of not Iess than 13 fest 6-inches.

Vertical clearances of widths shall be increased when, in the opinion of the chief
vertical cléarances o widths are not adequate 1o prowde fire apparatus HOUEsS,

15.20.150 Section 902.2.2.2
amended Surface

Sectlon 902 2 2 2 of the Caltfornza Fire code, 2001 Edition adopted by Section

Fire appara’sus adcess roads shall be designed and maintained to_support the

imposed loads of fire: apparatus’ ahd shall prowda a permanent surface of asphait

or concrate installed the full width of all streets; cul-de-sacs and fire lanes.
15.20.160 Sec’tmn '9'0?2 4'.'1

Section- 902 4.1 of the California Fire Gode, 2001 Edition adopted. by Section
15 20. 0108 amended to read as follaws

When a busmess whsch handles hazardous- materials is required to complete
Hazardous Materials Management Plan, the Chlef may require the installation of
a secured box at the primary facility entrance or. Fire Control Room as required
by the Chief cuntatning a copy of the Hazardous Materials Management Plan.
This box shall be waterproof and: capable of holding the document in & rolled
condition without folding. Other characteristics of the box shall be approved by

the chief,

Busmesses which handle aoutely hazardaus materlal as de’ﬁned in Sect;on

15.20.170 Section 1003.2.3.3
deieted Autamatic fire extinguishing systems

Section 10‘03.2,3.3 of the Cal lifornia Fire Code, 2001 Edition adopted by Section
15,20.010 is deleted. |
15.20.180  Section 1003.2.8
' deleted i -Automatsc fire extmgunshing systems

Section 1003.2.8 of the Cahforma Fire Code, 2001 Edition adopted by Section
15.20.010 is deleted.




4520490 . Section 1008.211° -
added Automatlc fire extmguishing systems

Sectlon 1003 2. 11 of the Cain‘orma Fire Code 2001 Edition adopted by
Section 15.20.010 is added to read as follows:

In addition to the- reqwrements ‘specified in Section 1008, an automatic sprinkler
system shall be installed throughout and maintained in -an ‘operable condition
regardless of the installation of area separation walls in the following building:

(1) Every buudmg hereafter constructed in which the total floor area is 6,000
square feet or mobre.

(2) Every building h_ereaﬁ_er constructed of three or more stories as defined in
the Uniform Building Code.

(3) Every building hereafter in" which the square footage existing as of
September-1,. 1997 is. mcreased by 50% and the total square footage of
the buxldmg exceeds 8000 square feet.

(4) This section shali not preciude or alter the intent of the Uniform Building
Code, Section B08. . Fire resistive substitution.

Excepiion:

1. R-3 occupanciés

2. When appmved by the Fire Chief, buildings divided into areas not greater'_ N
than 6,000 square feet by area separation- waiis of not tess than 2 hour
fire resistive- construcnon prov:ded that; -

a The: ioca‘tion of the farawal! is clearly . marked and- identified on
the exterior of the buxldlng ina rmanor apprcved by the fire chtef

b The firewall is tdermfsed in the: :ntersor of the buxldmg m & manor
approved by the Fire Chief.

The use of thzs except:on may be denied or revoked by the fire chief for
due cause.

For the purposes of applymg this section, each portion of a building
separated by one- or more area separation walls shall not be considered a

15.20.200 . Section 1003.5.
S Added F-‘:re Camm! Room

Section 1003 5 of the Cahfcrma Fire Code, 2001 Edition adopted by Sect;on 15.20.195
is added to read as follows:

Fire Control Room. An approved fire control room shail be provided for all buildings
protected by an automatic fire extinguishing system. Said roomn shall contain all system -




control valves, fire alarm control panels and other fire equipment required by the Chlef
~ Fire control rooms shall be located wzthm the buﬁdmg at a location approved by the
* Chief, and shatl be. provsded with & means 16 access the room dwectty from the exterior.
Durable s:gnage shaii be provided on the ex’teﬁer side of the access door to 1dentsfy the
f:re controi room.

15.20.210 = Section 1006.3.4.2

Amended Flre Aiarm Cemflcatmn

Section 1006342 of the Cahforma Fire Code, 2001 Edition adopted by Section

15 20, 197 is amended to reaci as follows:

The permsttee shall provide a serially numbered certificate from an approved nationally
recognized- testtng Iaboratory for all required fire alarm systems indicating that the
system has been installed in accordance with the approved plans and specifications and
meets National Fire Protection Association Standards. Certification shall be required for
all new: systems 1o be installed after July 1, 2008, All ex&stmg systems must obtain
certification in a ilmely manner,; as approved by the Chief. A copy of the certlficatlon-
must be provided to the Chief at no cost.

1520220  Sections 1102.2 through 1102.2.5 deleted.

Section 1102.2 through section 1102. 2.5 of the California Fire Code, 2001 edition
adopted by section 15.20.010 is deleted.

15.20.230 Section 11023

Amandedn open buming

- Section 1102.3 of the Cahforma Fire Code, 2001 edition adopted by Section

15. 2(3 010is added to raaci as faﬂows

Lods except that thls sectfon shall- not proh|b|t those fires *that are approved by
the fire ch:ef for the followmg plrposes:

a. The 'pr‘évefnjtidn of a fire hazard that cannot be evaded by any other
means.
b. The instruction of public employees in the methods of fighting fire.

c. The mstruct:on of empioyees ;n the methads of ftghtlng f;re when
purpcses

d. The setting of backfires necessary to save life of valuable property
pursuant to section 4462 of the Public Résource Code.

e. The abatement of fire hazards pursuant 1o Section 13(}55 of the
Health and Safety Code:

f. Disease or pest prevention, where there is an immediate need for and
no reasonable aliernative to burmng




Nothing in this section shall be construed as prohibiting open outdoor fires used
anly for cooking food for tumari consumption where such use is accomplished in-

an a Fire Chief, provided that the combustible is clear dry wood:or charcoal.
15,20.240  Section 1102.3.9
added — Construction sites.

Section 1102.3.9 of the Galifornia Fire Code, 2001 Edition adopted by Section
15.20.010 is added to read as follows:

No unsafe or uncontrolled fire shall be permitted fo burn on any construction site
for -any purpose.. This section is not to prohibit the use of: devices or. tools -
prodicing a flame when used in an approved manner and necessary for the .
construgtion of the building.

15.20.250  Section 1102:4.5 |
'~ Amended - Recreational Fires

Section 1102.4.5 of the California Fire Code, 2001 Edition adopted by Section
15.20.225 is amehded 10 read as follows: '
The Chief is authorized to require that recreational fires be imrmediately

discontinued if stich fires gre determined by the Chief to constitute a hazérdous -

condition ‘or if smoke emissions are offensive to occupants of surrounding
property.

15.20.260  Section 1104
| | Deleted ~ Parade floats

Section 11'04_ifbf__ihe_Ca‘iijfo'rhia'Fire Code, 2001 Edition adopted by Section
15.20.010 is deleted. '
1520270 Section' 1114,

Added- Electrical disconnect
Section 1114 of tﬁj’e';Caii'férhia'__'F'Er_:e Code 2001 Edition adopted by Section
15.20.010is added to 3r’eaéd-6$ﬁfdi!’_o'v\?s:’ ' ' :
All bgit_di_n}gé: p‘r_t_:s'y_i_jdi_n_g;;_ei.ectric_:_at service through more than one (1) service meter:
or through multiple service connections, - shall - have “eéach main electrical -
disconnect identified in a manner approved by the chief indicating areas or units
served,
15.20.280  Section 1115~
' Added ~ Gas disconnect
Section 1115 of the California’ Fire Code, 2001 Edition adopted by Section
15.20.010/i8 added to read as follows: '
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Al buildings ‘providing natural gas service through-more than one (1) service
meter or through multiple setvice connections, shall have individual gas shutoffs
identified in'a-manner approved by the chief indicating areas or units served. -

1520200  Section3010
Added - Pallets, Pallet Boxes and Bin Boxes

Section 3010 of the California Fire Code, 2001 Edition adopted by Section 15.20.258 is

A permit shall be required to store: pallets, palletized packing boxes or bin boxes in
excess of 30,000 board feet, in accordance with the following restrictions. '

Pallets, palletized packing boxes and bin boxes shall be piled with due regard to stability

of piles and in'no case higher than 12 feet. Where pallets are-piled next 1o a property
line, the distante from the property line shall not be less than one half the pile height and”
in no case less than 5 feét from the property line. '

Exception: Bin boxes may be stacked to a maximum height of 20 feet

Driveways between and around pallets, bin boxes and palletized packing boxes shall be
a minimum of 15 feet wide and maintained free from accumulations of rubbish, weeds,
machinery or ottier articles that would block access or add'to the fire hazard. Driveways
shall be spaced so a maximum grid of storage is no more than 50 feet by 50 feet,

Pallets, palletized packing boxes, and bin boxes, operating under a permit, shall be

enclosed by a suitable fence of at least 6 feet in height, unless storage is in a building. -
An approved water supply and fire hydrants capable of supplying the required fire flow
shall be provided within 150 feet of ali portions of the storage areas in accordance with
Section 903.2, California Fire Code.

For permitting purposes, one pallet will be calculated as having 25 board feet.

For permijﬁihg-___pur;pﬁses, palletized packing boxes and bin boxes will be calculated
based on average board feet per box.
15.20.300 Article 46
Deleted - Fruit-ripening Processes

Article 46 of the Gﬁali’fdmia?'Fire Code, 2001 Edition adopted by Section 15.20.010
is deleted.

1520310 Articled7. |
o Deleted-Fumigation and thermal insecticidal fogging.

Article 47 of the California Fire Code; 2001 Edition adopted by Section 15.20.010
is deleted. - '

i1




o 1529320 -~ Article 48
S Daleted Magnesium

Article 48 of the Callfomsa Eire Code, 2001 Edztlon adopted by Section 15. 20.010
is deleted

15.20.330 Artlcle 49
o - Deleted ~ ‘Hot Work

Article 49 of the Caln‘orma Fnre Code, 2001 Edition adopted by Section 15 20 010
is deleted.

15.20.340 ' Section 7701.7.2-
R L:msts expmsive aﬂd hlastmg agents.

The lm:ts referred to-in Sectlen ?701 7:2 of the California Fire Code, 2001
Edition- adopted by Secﬂcn 15. 20,010 in which the storage of exploswes and.
biastmg agents is proh:bsted is the ‘entire city exceptin areas zoned. M-2 as such
zone is defined in the zomng regulations of the cily.

15.20.350  Section 7801, 3 1.1

Section 7801 3 1.1 of 'the Cahfornla Fire Code, 2001 Edition adopted by Section
15.20.010is amended 1o read as follows:

The manufacture of fireworks within the limits of the City of Lodi is prohibited.

15_'.20'.:?36{) : Section ’?902 2 2 2. 1

hqu&ds in aboveground tanks outsicle of bu;!dlngs is prohlblted in the entwe city '
except areas. zoned C-M, M-1 and M-2 as such zones are defined in the zoning
regulations of the city.

1520370  Changes or Modifications

In accordance with Health ‘and Safety Code Section 17958.5, the adoption of.
amendments more restnctwe than the reqmrements contamed |n the prowsmns

condrt;ons as’ specsfted below
(A) C!imfat_ic

(1) Condztlens

as 35._.1nches per year. Vzrtuaily aii of the rain c')'c':'curs dunng the
months of October through April.: The. remasmng months receive

little or no rain.” Temperatures during the summer months can
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(B)

(©)

()

reach as high as 110 and City of Lodi averages 19 days over 100. -
each year. Relative humidily during these symmer months is very
low. Lodi-averages 34 days of dense fog pet year, and has had as
many as 64 foggy days. ' ' )

Impacts
The generally dry, hot summer months . create extreme: fire

conditions. - Adding to this situation is. the dryness and

combustibility of many structures during the summer, especially
true of structures with wood siding and roofs constructed of wood -
shakes and shingles. The cyclical uncertainty that allow weather
events can ¢ause rapid melting of the snow pack ‘which causes -
flood potential in” areas surrounding the Mokelumne: River. The
foggy condifions can inhibit the dispatch and. timeliness of
emergency equipment reaching the -site of a fire, During. foggy
periods it is common place for visibility to be near ‘zero, which
results in emergency equipment having to decrease their speed to
less than 25 miles per hour.

Geographic

(1

@)

(1

(@)

Conditions

“The City of Lodi is'subject to ground tremors from seismic events .
as the County is in seismic Zone 3. The Mokelurmne River, which

borders the northem city limits, is subjected to flood potential and -
its levies are subject fo failure from seismic activity or high water..

Impacis

The geologic conditions in San Joaquin County in general, and the
City of Lodi, in particular, have the potential of restricting access to
structures, especially in remote or ‘isolated areas. A moderate.
earthquake o extended periods or rain can impact local access
roads. -

Topographic

Conditions . .

The City of Lodi consists mainly of the San Joaguin-Valley floor,
The valley floor is typically flat land area bisecied by intermitient -
and year round stream and river systéms. Much of the valley floor

is irfigated agriculture. Low land areas’ protected by a complex. -
and extensive levee system characterize the Delta area. Union -
Pacific Railfoad Tracks bisect the eastern and western portions of:
Lodi ‘@s well as Highway 99 creating traffic congestion and .
emergency rasponse delays.

Impacts

The valley floor is frequently subject to both general and localized.
floading. Because the area is o flat and low, it is not unusual for
local drainage systems to be inadequate during heavy rain
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periods. This condition can isolate areas where roads are. ﬂooded i

and thereby block access. With the O8HA “two-in two-out” rule -
mqumng two' fire. thf;ers ready. ta ‘make attack enly when two
others are present thé -potential de!ay in east-wast respanse
increases the risk to fi refghter and the public.

the envarcnment

Sgcﬂdn 3. Al ordinances and parts of ordinances in conflict herewith are repealed
‘insofar as such conﬂlct may @xist.

Section 4. Thss ordmance shall be published one time in "Lodi News Sentinel,”

newspaper of genieral circulation pr;nted and published in the City of Lodi and shali be m
forcs and take effect thirty days after its passage.

Approved this 20" day of November, 2002

| - Attest:

o City Clerk

3State of Califorria
- Ccaunty of San Joaqum 58,
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AYES:

NOES:
ABBENT:

ABSTAIN:

Mayor F’enmno
COUNCIL- MEMBERS ~ None
GQUNGIL MEMBERS — None

COUNGIL MEMBERS - None

City Clerk

'_--jRandaliA Hays
- City Attorney
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